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DEPARTMENT OF THE ARMY
Omaha District, Corps of Engineers

106 South 15th Street
Omaha, Nebraska  68102-1618

 _________________________________
 :NOTICE:  Failure to acknowledge :          Solicitation No. DACA45 02 B 0004
 :all amendments may cause rejec- :
 :tion of the bid.  See FAR       :          Date of Issue: 04 JAN 2002
 :52.214-3 of Section 00100       :          New Date of Opening: 12 FEB 2002

                                             Amendment No. 0001
                                             28 January 2002

SUBJECT:  Amendment No. 0001 to Specifications and Drawings for Construction of
REPLACE SECONDARY ELECTRICAL SERVICE – LINE 3A at IOWA AAP, IOWA

          Solicitation No. DACA45 02 B 0004.  

TO:       Prospective Bidders and Others Concerned 

1. The specifications and drawings for subject project are hereby modified
as follows (revise all specification indices, attachment lists, and drawing
indices accordingly).  

a. Specifications.  (Descriptive Changes.)

(1) Section 00010, Page 1, delete date and time of bid opening
shown and substitute "12 FEB 2002" at "2:00 p.m.".

(2) Section 01040, Page 3, paragraph 1.3, 3rd line, after “...$”
add “12,500.00” on the blank line.

(3) Section 16375, Page 16, paragraph 2.10.2.2, for Maximum
symmetrical interrupting capacity, delete “[_____]” and
substitute “16 kA”.

(4) Section 16415, Page 9, paragraph 1.2.3.2, lines 1 & 2, delete
“Class I, Division 2” and substitute “Class II, Division 1”.
Delete last sentence and substitute: “Equipment shall be
suitable for Group E, F, and G."

(5) Section 16415, Page 20, deletes title and contents of
paragraph 2.33 in entirety and substitute “NOT USED”.

b. Drawings (Not Reissued). The following drawing sheets of
drawing code F 812-42-01 are revised as indicated below with latest revision
date of 28 January 2002.  These drawings are not reissued with this amendment. 

(1) FOR ALL EXTERIOR P5 SHEETS, add the following General Sheet
Note to the drawings:

“General Sheet Note

1. ALL EXISTING TRANSFORMERS SHALL BE DISCONNECTED IN PLACE
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AND ABANDONED IN PLACE.  THIS NOTE SUPERSEDES ALL PREVIOUS
NOTES ABOUT TRANSFORMERS BEING TURNED OVER TO THE
CONTRACTING OFFICER.”

(2) SHEET P5.01, at drawing coordinate 2B, Pole 3A-98, delete
“NEW P.P, 40/2” and substitute “NEW P.P. 45/2 SEE SHEET E.7”.

(3) SHEET P5.01, at drawing coordinate 1B, Pole 3A-97, delete
“NEW P.P., 40/2” and substitute “NEW P.P. 45/2, SEE SHEET
E.7”.

(4) SHEET P5.01, at drawing coordinate 1B, leader note, delete
“NEW 4’X 4’ X 4’ TYPE G MANHOLE” and substitute “NEW 6’X 6’ X
6’ TYPE D MANHOLE”.

(5) ON ALL SERIES “E” (ELECTRICAL) SHEETS, add the following
General Sheet Notes to the drawings:

“General Sheet Notes

1. ALL NEW PANELS THAT ARE NOT CLASSIFIED AS CLASS II
DIVISION 1 GROUP E, F, & G SHALL BE NEMA 12. ALL NEW
PANELS INSTALLED SHALL HAVE ALL BREAKERS CAPABLE OF
BEING LOCKED IN THE OFF POSITION.

2. “COVERS FOR EXISTING PANELS USED AS JUNCTION BOXES SHALL
HAVE A 12 GA STEEL PLATE COVER, WITH GASKET, HAVE ONE
PRIME COAT, AND ONE MACHINE GRAY COAT OF PAINT.  ALL
CIRCUIT SPLICES SHALL BE MADE THROUGH TERMINAL STRIPS
MOUNTED IN EXISTING PANEL CABINETS.

3. ALL EXISTING TRANSFORMERS SHALL BE DISCONNECTED IN PLACE
AND ABANDONED IN PLACE.  THIS NOTE SUPERSEDES ALL
PREVIOUS NOTES ABOUT TRANSFORMERS BEING TURNED OVER TO
THE CONTRACTING OFFICER.”

(6) SHEET E.2, PHOTOS #3 & #7, leader note, delete “DISCONNECT ON
POLE AND REMOVE EXISTING 300 KVA 480V TRANSF TURN OVER TO
CONTRACTING OFFICER.” and substitute “DISCONNECT ON POLE, AT
TRANSFORMER AND AT BUILDING AND ABANDON IN PLACE.”

(7) SHEET E.5, NOTES: delete contents of Note 1., and substitute
the following:

“WHEN NEW POWER SYSTEM IS OPERATING FROM 3A-03-1, DISCONNECT
PANEL AND TRANSFORMER AND ABANDON IN PLACE”

(8) SHEET E.7, Revise sheets in accordance with attached Sketch
Nos. 1 and 2

(9) SHEET E.9A, Title block delete “INFORMATION DRAWING
(PHOTOGRAPHS)” and substitute “BUILDING 3A-03-1
(PHOTOGRAPHS)”.

(10) SHEET E.11, Revise in accordance with attached Sketch No. 3

(11) SHEET E.12, At drawing coordinate 4B, center top of sheet,
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delete “NEW FEED IS FROM BLDG 3A-03-1 SEE SHEETS E.7 & E.10”
and substitute “NEW FEED IS FROM BLDG 3A-03-1 SEE SHEETS E.7
& E.10, 4#4/0, 1#2 GND, 3”C”

(12) SHEET E.14, Revise in accordance with attached Sketch No. 4.

(13) SHEET E.16, Note 1, line 2, delete “E.20” and substitute
“E.21”

(14) SHEET E.16, Add new Note 4.: 

“4. Lightning Protection and specification 13100 applies only
to new addition shown on the sheet E.16 and sheet
+A1.01.”

(15) SHEET E.17, Note 1., delete “SHALL BE RATED FOR CLASS II
DIVISION 1 GROUP E” and substitute “SHALL BE RATED FOR CLASS
II DIVISION 1 GROUP E, F, & G.”

(16) SHEET E.17, Revise in accordance with attached Sketch Nos. 5
and 6.

(17) SHEET E.21, Revise in accordance with attached Sketch Nos. 7

(18) SHEET E.23, At drawing coordinate 3A, bottom of sheet, delete
“ALL WIRING & EQUIPMENT IN THIS AREA SHOULD BE RATTED CLASS
II DIVISION 1 GROUP E” and substitute “ALL WIRING & EQUIPMENT
IN THIS BUILDING SHOULD BE RATTED CLASS II DIVISION 1 GROUP
E, F, & G”.

(19) SHEET E.25, At drawing coordinate 4B, bottom left sheet,
delete “EXISTING 4#500kCM TO MDP1 IN 3A-050-1E SEE PHOTO #9
SHEET P5.03 AND P5.06” and substitute “EXISTING 4#500kCM IN
JUNCTION BOX TO MDP1 IN 3A-05-1E SEE PHOTO #9, SHEETS P5.03
AND P5.06, AND SEE SHT E.26 FOR BREAKER SIZE”.

(20) SHEET E.25, Revise in accordance with attached Sketch No. 8

(21) SHEET E.26A, PHOTOGRAPH #16, leader note, delete “NEW 350 AMP
BREAKER LOCATION” and substitute “NEW 400 AMP BREAKER
LOCATION”.  

c. Drawings (New).  The following “For Information Only” (FIO) on
drawing sheet on switchgear is issued with this amendment.

(1) SHEET FIO1

2. This amendment is a part of the bidding papers and its receipt shall be
acknowledged on the Standard Form 1442.  All other conditions and requirements
of the specifications remain unchanged.  If the bids have been mailed prior to
receiving this amendment, you will notify the office where bids are opened, in
the specified manner, immediately of its receipt and of any changes in your bid
occasioned thereby. 

a. Hand-Carried Bids shall be delivered to the U.S. Army Corps of
Engineers, Omaha District, Contracting Division (Room 301), 106 South 15th
Street, Omaha, Nebraska 68102-1618.
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b. Mailed Bids shall be addressed as noted in Item 8 on Page 00010-1
of Standard Form 1442. 

3. Bids will be received until 2:00 p.m., local time at place of bid
opening, 12 FEB 2002. 

Attachments: 
Sketches in 1.b. above
FIO Drawing in 1.c. above

U.S. Army Engineer District, Omaha 
Corps of Engineers 
106 South 15th Street 
Omaha, Nebraska  68102-1618 

28 JAN 2002
mrp/4413




















